Abstract--We studied the partial discharge detecting by sensing electromagnetic wave emitted from the partial discharge source in the HV Rotating Machine with UWB sensor. In this study, we design new type of compact low frequency UWB sensor based on micro-strip technology and make many experiments of offline and dismantled testing compare with the existing HFCT on stator winding of HV generator in the laboratory. We mentioned detail design of new compact UWB sensor design and time domain and frequency domain results of partial discharge in stator winding of 6.6kV rotating machine by offline testing in laboratory.
I. INTRODUCTION
ow, partial discharge testing is also rapidly becoming an industry standard as a quality assurance (QA) test for newly installed stator winding insulation system. PD testing can be done either offline (energizing the apparatus with an external transformer) and online (where the apparatus is excited by from the power system) [1] .
The stator winding insulation of high voltage machines is subjected to several stresses such as electrical stress, thermal stress and mechanical stress during operation that may significantly influence the performance of the performance of the insulation system and especially its long-term properties due to the various aging phenomenon. Modern insulation systems for high voltage machine are inherently resistant to the partial discharge to their inorganic mica components. The main sources of partial discharge activity in high voltage rotating machine are Voids/Delamations, Slot/Slot exit discharge and End winding discharges [2] .
During the partial discharge process, there are many forms of exchanges of energy such as electrical pulse current, dielectric loss, electromagnetic radiation, sound, ultrasonic, acoustics emission, increased gas pressured, and chemical reactions. In detection partial discharge, depending on the sensing on the kinds of energy exchange different detecting methods were approached. In these methods, electromagnetic sensing is one of the best kinds of partial discharge detection and localization of PD source. The occurrence of partial discharges in electrical insulation is always associated with the emission of electromagnetic pulses.
Attenuation of electromagnetic PD pulse is a function of frequency along the propagation path. The higher the frequency components will be attenuated rapidly when they travel along the cable. Therefore, the detectable electromagnetic (EM) wave emitted from PD includes broadband signal of VHF/UHF (Very High Frequency: 30MHz to 300MHz/ Ultra High frequency: 300MHz to 3000MHz) [3] .
We tried to collect ultra-wide band (UWB) signal by using new design compact low frequency UWB antenna sensors which can detect both low frequency and high frequency band. This compact UWB antenna sensor is modification of conventional rectangular patch antenna by adding notches based on the microstrip line antenna theory. CST MS version 5.0, microwave simulation software is used to design and implement UWB antenna sensor.
Off-line dismantled PD testing is deployed to test new UWB sensor to be comparative with commercial high frequency current transformer (HFCT) in Laboratory. Some experimental results will be discussed over HFCT sensor and our UWB antenna sensors in detection partial discharge in 6.6kV stator winding.
II. SENSOR DESIGN AND FABRICATION

A. Theory Background
Also called 'patch' antennas, microstrip patch antennas consist of a metallic patch that is on the top of a grounded dielectric substrate of thickness h, with relative permittivity İr and permeability ȝr (usually taken 1) as shown in Fig 1. The metallic patch essentially creates a resonant cavity, where the patch is the top of the cavity, the ground plane is the bottom of the cavity and the edges of the patch from the sides of the cavity. The edges of the patch act approximately as an open-circuit boundary condition. Hence, the patch cavity modes are described by a double index (m,n). For (m,n) cavity mode of the rectangular patch, the electric field has the form
where L is the patch of length and W is the patch width. The patch is usually operated in the (1,0) mode, so that L is the resonant dimension, the field is essentially constant in the y direction. The resonant frequency of the (1,0) mode is given by
where c is the speed of light in vacuum. To account for the fringing of the cavity fields at the edge of the patch, the length, the effective length
The Hammerstad formula for the fringing extension is ,
Where
For this mode the patch may be regarded as a wide microstrip line of width W, having resonant length L, that is approximately one half-wavelength in the dielectric. The current is maximum at the centre of the patch,while the electric field is maximum at the "radiating" edges, x=0, and x=L/2. The width W is usually chosen to be larger than the length (W=1.5L is typical) to maximize the bandwidth, since the bandwidth is proportional to the width of the antenna bandwidth.
B. Sensor Design
The basic of this design is a rectangular element improved for wider bandwidth in low frequency and can detect signal from near field. Our UWB sensor design was realized on FR4 substrate (İr=4.6, thickness=1.6mm) in order to have low cost.
Simulation has been carried out with CST MWS version 5.0, to determine resonant bandwidth, return loss and input impedance. The rectangular patch element is feed by microstrip line access, which is a common microwave transmission line that offers fairly good performances in the term of bandwidth at low cost.
To increase the antenna bandwidth, two cutting notches are used in the rectangular patch by controlling impedance stability [4] . These notches alter the electromagnetic coupling between the rectangular patch and ground plane. The width of the notches is particularly effective either at low or high frequencies. Matching improvement can be obtained by inserting a slot in the ground plane [5] . The characteristics of the antenna highly depend on the ground plane shape: The best result can be obtained changing ground length Lg with the ground slot of Ws.
C. Parameter Optimization and Simulation results
The width of the notches is particularly effective either at low or high frequencies. Matching improvement can be obtained by inserting a slot in the ground plane. The optimization parameters are W n1 , W n2, W nf and W ns while we fixed feed line length L f .
The overall size of UWB#1 sensor structure is 110×64 mm 2 The width and the length of the feed line W f and L f are fixed 1.6mm and 34.1mm to obtain the input impedance of 50. The designed antenna has the following dimensions:L grd =24.5mm,L s =20.5mm,L=47.5mm, L n that consists of L n1, L n2 andL n3 are 15.2mm, 3mm, 10.2mm respectively. The width of patch element W=64mm, W n1 =59mm, W n2 =29mm and W n3 =16mm. The complete UWB antenna sensors design diagram is as shown in Fig 2(a) The operating -10dB bandwidth of UWB sensor is from 365MHz to 2.624 GHz as shown in Fig 3(a) . It can operate at -7dB of return loss at low frequency also. The operating -10 dB bandwidth of UWB#2 sensor is from 460 MHz to 3.3GHz as shown in Fig 3(b) . It can operate at -7dB of return loss at low frequency also.
III. EXPERIMENT A. Sensors Using in Experiment
In experiment, commercial high frequency current transformer sensor is used as a reference sensor to confirm partial discharge signal compare with our new designed UWB sensor. HFCT, inductive coupling device sensing the induced ground current caused by PD can detect the frequency range of 2 to 40MHz. The above simulated UWB sensor is fabricated by a photolithographic etching process, making the construction relatively easy an inexpensive using with PCB FR4 dielectric material.
50SMA connector is connected to the microstrip feed line in sensor fabrication and the fabricated sensors picture and HFCT picture used in test are shown in Fig 4(a) , (b) and (c) respectively. 
B. Experiment Setup
We will investigate dismantled diagnosis on various kinds of discharge in stator winding insulation. In our laboratory testing, pre-made stator coils for corona discharge, surface discharge and internal discharge and the other one is no defected stator winding are injected by external high voltage source. As shown in Fig.5 (a) internal discharge coil is specially made with some void defects inside insulation and surface discharge coil is made with contaminated insulation surface. All stator coils except corona discharge coil are injected by the external high voltage source without corona protection.
These winding are dismantled from 6.6kV rotating machine. HFCT sensor is setup at the ground shield and its output and UWB sensor outputs are connected to spectrum analyzer that gives the frequency domain results of PD spectrum and digital oscilloscope as shown in Fig. 6 . These winding are dismantled from 6.6kV rotating machine. HFCT sensor is setup at the ground shield and its output and UWB sensor outputs are connected to spectrum analyzer that gives the frequency domain results of PD spectrum and digital oscilloscope as shown in Fig. 6 . 
IV. TEST RESULTS AND DISCUSSION
A. Frequency Domain Analysis
The output of the UWB sensor is measured by spectrum analyzer to check the frequency spectrum of detected signal. 6.6kV is applied to each stator winding and the output partial discharge signal is measured with the spectrum analyzer. The signal spectrum of frequency range of 10MHz to 500MHz electromagnetic interference signals are found in the UWB sensor results. But it can be clearly seen that new designed UWB sensors can sense wider frequency range of discharges signal and can study that different kinds of discharge have different frequencies. The discharge spectrum in frequency domain results of three sensors is as shown in Fig 6 (a), (b) and (c).
B. Sensitivity Comparison
The peak values of detected signals by HFCT and UWB sensors are compared as shown in Fig 7. Although the sensitivity of UWB#2ensor is lower than HFCT and UWB sensor can detect both low frequency signal and high frequency region. We can see that UWB sensor#1 has high sensitivity than commercial HFCT sensor. effective. In future plan, the study of frequency domain of discharge signal will be made in detail and the study of ultrawide band PD signal and carried out total signal energy or discharge quantity by using UWB sensor.
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V. CONCLUSION
As a conclusion, we verified that our new design of low frequency compact UWB sensors can also detect partial discharge signals compare with the commercial HFCT sensor. Furthermore, new designed UWB sensor can detect very wide range of signal of both low frequency and high frequency region. Furthermore, we studied discharge activities with different kinds of discharge in the stator winding insulation. Moreover, our new UWB sensor is small size, light weight and it is easy to integrate in the signal processing circuit and
